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Department of Electrical and Computer Engineering
University of Illinois

Abstract

In this paper, a new methodology for power system
dynamic response calculations is presented. The
technique known as the waveform relaxation has been
extensively used in transient analysis of VLSI circuits
and it can take advantage of new architectures in
computer systems such as parallel processors. The
application in this paper is limited to swing equations
of a large power system. Computational results are
presented.

I. INTRODUCTION

The main trust of this paper is to introduce the wave-
form relaxation method (WRM) for the transient stability
analysis of very large scale power systems. In recent
years this method has been shown to be very effective
for the transient analysis of VLSI circuits. Although
the VLSI systems are technologically newer compared to
electric power systems, they share many commonalities
with them: the number of nodes typically exceeds
several thousand on realistic systems and both circuits
are sparse. Also, a typical VLSI circuit is a circuit
containing mainly R-C components, while a typical
power system consists primarily of R-L components
(with some capacitive effects on long lines and as
shunt compensation). Because of the dualism between
the RC and RL circuits, it is reasonable to assume
that the WR techniques can be applied to power systems
as well. The implementation of WR algorithms on pipe-
line or parallel processors will result in enhanced
computational efficiency. Hence, the results of this
paper complement the recent research work [11-[3] on
applying parallel processors for solving power system
problems. Both VLSI circuits and very large scale
power systems (VLSP) share the common property that
the system matrix is diagonally dominant, if the
coupling between machines or groups of machines is
weak. In the WR algorithm, this helps in speeding up
the convergence. We emphasize here some of the common

problems in the VLSP and VLSI systems since the inten-
sive research efforts in the VLSI area can benefit
power systems research and vice versa. Moreover, the
developments in the VLSI research area are most often
geared towards the newest computer technology and
architectures [6]. These are important factors in
on-line computer implementation or developing software
for power system simulators. It is a well known fact
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that researchers in VLSI simulation have benefited
immensely from the pioneering work on sparse matrix
techniques first applied to power systems [4]. It is
appropriate to emphasize such cross fertilization of
ideas in terms of dynamical simulation as a healthy
trend.

In particular, in this paper, we present recent
results of using waveform relaxation in VLSI circuits
[5]-[7] to the transient stability simulation problem
with the classical model. The results are general
enough to be applicable to multi-machine systems with
mixed algebraic and differential equations. Use of
parallel processing architectures and numerical con-
vergence aspects are discussed. The simulation
results on three, ten, and twenty-machine systems are
presented. They are very encouraging and support the
viewpoint that new avenues for finding more efficient
numerical methods for stability transient analysis
(TSA) still exist to the point that the transient
stability analysis, if combined with a proper computer
technology, may become feasible for real-time monitoring
and security evaluation of electric power systems.

II. THE DYNAMICAL MODEL FOR ELECTRIC POWER SYSTEMS

Generally, a multi-machine dynamical model is described
by the set of differential and algebraic equations of
the type

x = F(x,y) , x(O) = x0
0 = G(x,y)

(2.la)

(2.1b)

where (2.la) are equations of the generating unit and
(2.lb) are those corresponding to the interface
equations and the network equations.

If a classical model is assumed for the machine
and all loads are converted into impedances, we have
equations of the form

X = F(X) X(O) = XO (2.2)

Swing equations with the classical model can be put in
the form (2.2) as shown below.

The swing equation for i machine is

d2Si 2 n

Mi dt2 mi -EiGii (Cij sin6ij + Dij cos 6 )
*i

Pi ei (61 n..n) (2.3)

where
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H .

M - 1 with H. = inertia constant in secs.
i f I

Pmi = mechanical input in p.u., P. = P - EiGii

EJ6.i = voltage behind the transient reactance Xdi

C,j = Ei E Bij ; Dij = Ei Ei Gi

Gij Bi; are elements of the Y matrix at the internal

nodes of the generator. Depending on the system con-
figuration (faulted or post-fault), these will assume
appropriate values.

We take 6i as the rotor angle with respect to the syn-
di

chronously rotating reference axis. Let = -i dt 's
A a be the relative angular velocity where 8 is the

rotor angle w.r.t. absolute reference frame and =

synchronous velocity (377 rad/sec). Introducing the
state variables 6 i and i (i = 1, 2, ..., n), we get

the state space equations

6i ~i f ,\kZ .4)

...*, n
i M Pi ei 1

The initial conditions of (2.4) are (6i(O), o) i = 1,

2, ..., n where 6 i(0) is computed from the load flow

data and x' of the machine. The usual assumptionsdi
regarding Pmi = constant and E i = constant are made

during the simulations.

III. BACKGROUND ON THE WAVEFORM RELAXATION METHOD

General Overview

The dynamical model used for transient stability studies
of an electric power system consisting of n machines
reviewed in Section II, can be thought of as a system
of 2n coupled first-order differential equations. If
the unknown variables are denoted in a vector form

x =[6 b3 6 (A.) c I1 1 2 2 . n n

=[X X X X ... X n ] (3.1)11 12 21 22 nml n2

the power systems equations defined in Section II
could be represented as

Xi1 1F1 ( 11' 12' 21' 22' mnl' n2) (3.2a)

Mathematically, the transient analysis problem is a
problem of integrating for given initial coniditions
X(t0) = X0 equations (3.2a)-(3.2d) in time to obtain

X(t) for t > t0 and te [t0, T]. The time T is fixed

prior to performing the integration and is genierally
1-2 seconds. The efficiency of the transient analysis
method is mainly measured by the necessary CPU time to
generate X(t) for all tE[to) TI. Both implicit and

explicit methods of integration are used in power
system dynamic response calculations [8]. Unique
properties of power systems like highly localized
fault propagation phenomena or coherency of machines,
etc., are not accounted for in the standard transient
stability programs, unless coherent dynamic equivalents
are established by a separate program. Research in
coherency and dynamic equivalents has resulted in
good production grade codes [9]-[10]. It is, however,
highly desirable that results in coherency be inte-
grated with numerical algorithms and WR algorithm
precisely allows for this. Also if some variables do
not change during simulation, i.e., latency phenomenia,
it could be accommodated in our methodology [12].

For any high order problems, direct numerical integra-
tion (explicit) methods (DNI) are more attractive than
the class of so-called implicit numerical integration
(INI) schemes (backward Euler formula being one of the
simplest numericall-y stable in this group). A basic
difference between these two methods is that the INT
method involves the inversion of a matrix whose order
is the same as the order of differential equations to
be solved, e.g., 2n for the system (3.2). This is
thought of as being computationally expensive for
transient analysis studies since the matrix inversion
needs to be done at each step in time. Algebraization
of the differential equations with LU factorization
with sparsity and vector array processors reduce the
computation [13]. Typically, if the integration time
is [tt , T] and the integration step is hi, the ntumber

0 [T -t
t 1 v . v _; _ 0or inversions would be or order h which is

extremely time consuming. This reasoning should not
be confused with the reasoning in load flow computa-
tions, where algebraic, rather than differential
onuations are solved. Here, Newton-Raphson's method
with sparsity and vector array processor reduces the
equations of the form AX = b is the most favored
approach. In power systems transient analysis, DNI
methods like Runge-Kutta are well accepted and used.
The proposed Waveform Relaxation Algorithms as a new
option are originally based on INI methods (like
Backward Euler Formula) and then combined with the
latency [12] property of diagonally dominant dynamical
systems, to reduce the order of matrices which need to
be inverted.

Waveform Relaxation Method

The Waveform Relaxation Algorithms are illustrated
first on a simple system of two differential equations
in two unknowns, X1 KX2:

K F1(Xi) X2) X ( t ) = X10 ( 3.3a)

=F (ii ,x , x, 9-* , K X)
12 12 11 12' 21' 22' n'l' n2

-"F (X X x.X ,X )xnl nl 11' 12' .', nl n2

n2 n2 ( 11' 12' mnl' n2

(3.2b)
X2 = F2(x1' X2) X2(t0) 20 (3.3b)
The basic idea of the WRM is to fix the waveformn X2

in [to$ TI and integrate equation (3.3a) as a one-

(3.2c) dimensional differential equation in X1(t) over the

whole time interval [to0 T3 ("one sweep"). The solu-

(3.2d)

i = 1, 2, .



tion obtained for X (t) can be substituted in (3.3b),

which will then reduce to another first-order dif-
ferential equation in one variable X2(t). Equation

(3.3a) is then integrated again using the new solution
X (t) and the procedure becomes iterative. A standard
2 _

numerical integration problem of n differential
equations in n unknowns becomes a problem of solving
iteratively a sequence of n differential equations in
one variable. This algorithm is analogous to the
Jacobi method for solving the load flow equations.
Details can be found in [14].

The basic WRM for solving a general system of nonlinear
differential equations (2.2) is presented in Flow
Chart 1.

FLOW CHART 1.

The Basic Waveform Relaxation Method.

A typical convergence check is

max max Ix ipk+l(t) xk(t)j < e
1.i<n te[t0, TI

(3.4)

Important specific features of this numerical algorithm
compared to conventionally used power systems tran-
sient stability schemes are:

(a) the algorithm is iterative

(b) the step where the solution in the (k+l)st sweep
of differential equations is employed involves
solving a differential equation in one unknown
Xi k+1 only. The other variables X1k' X2,k'

Xi-1lk' Xi+lk, Xn k are known from

the previous sweep k. In the VLSI literature, a

typical INI method used to perform this step is
the backward Euler algorithm.

We adopt the same method here, and it basically
amounts to the following. Letting j correspond to the
integration step i, to the ith state variable and k to
the sweep

Xik+l F1 (xl1k' X2,k' *s Xi-l,k' Xi,k+l' Xi+l,k

s ' Xn,k) (3.5)
or

xJ+l xi
i,k+h i,k+l Fi (XJ k 2,k' 4*' xi-,k' i,k+l

Xi+l,k' Xs'n,k)

+ I aX (xl ,k' 6*0 X1i,k+l,
L$i

Iaxi (xI,k' ''Xi,k+l' *.0

which implicitly defines

*vXn,k)(Xt,k- il,k)

Xnk)(Xi,k+l Xi,k+l)

(3.6)

X i,k+l =X1ik+l + h(l - h-ax (X I,k' *s Xi,k+1,

xnFk) * (Fi ( Pk k+ -'X k)

1 a(ax 1,k' i,k+l*,.' n,k t,k t,k

R*i
(3.7)

If higher order terms in the right-hand side of (3.7)
are neglected, (3.7) can be approximated as

j ++1 aF- i

-1 Xk Xk)Xn k Fi lX ,k, i,tk+1' n,k (3.8)
k , maximum number of sweeps
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IV. CONVERGENCE CONDITIONS AND PROCEDURES FOR SPEED-UP

It has been shown that rather mild conditions on con-
tinuity of functionis F.i, i = I, ... , n are required

for the WRM to converge for any initial gu1ess X(t ),
ts[to, T]. (Theorems 3.1, 3.1 in [5]).

For typical power systems the required conditions are
always satisfied. Going back to the parallelism with
the Jacobi method for load flow solution, a well known,
theoretically proven fact [23] is that this method
converges for a wider range of initial guesses than
the standardly used Newton-Raphson method. It is the
rate of convergence that makes the Jacobi method
inferior for load flow calcujlations. Jacobi method is
considered to converge linearly, while Newton-Raphson
converges almost quadratically. Since the WRM tech-
nique in transient analysis is analogous to Jacobi's
method for solving algebraic equations whose conver-
gence rate is linear, this might be a point of concern.
Gauss-Seidel WRM algorithm will improve the conver-
gence rate [5].

It is not surprising, however, that the initial con-
vergence rate obtained for VLSP systems is much higher
than the convergence rate for VLSI systems. We argue
in the next section that if the knowledge about cou-
pling between machines on a typical large scale power
system is used, the WRM easily becomes a superior
technique, even prior to parallel processing implemen-
tation.

A true issue in comparing convergence rate of conven-
tionally used direct integration methods for transient
analysis with the WRM is the fact that the DNI methods
become inefficient for extremely large problems because
of the following two reasons.

(a) The sparse matrix solution time grows super-
linearly with the size of the problem. Experimental
evidence indicates that the point where the matrix
solution time begins to dominate is when the system
has over several thousand nodes, which is the case for
VLSP systems.

(b) The DNI methods become inefficient for large
problems when the differential equations are stiff.
Direct application of the integration method forces
every differential equation in the system to be
discretized identically, and this discretization must
be small enough so that the fastest changing variable
in the system is accurately represented. Gear's
formula [16] overcomes this difficulty. If it were
possible to pick different discretization points, or
time steps, for groups of differential equations in
the system so that each could use the largest time
step that would accurately reflect the behavior of the
associated variables, the efficiency of the simulation
would be greatly improved. This is the multiple time-
scale issue and has been implemented in a DNI frame-
work [17].

Specific Techniques Employed

The partitioning of original power equations (2.4) is
done in 2 x 2 blocks, i.e., the angle 6I and speed xi
are solved from two equations simultaneously. The
notation corresponding to the power system problem is
given in (3.1). If equations are solved one at a time,
the WRM does not converge. So, the results reported
here are for the case where two equations are solved
in two unknowns by the Backward Euler Formula and the
WRM adopted to this simulation is given by Flow Chart
No. 2.

FLOW CHART 2.

WRM Algorithm for Transient Stability Analysis

k = maximum number of sweeps

Different time responses of different variables for
which we are solving naturally suggest grouping based
on coherency [9]-[11]. Initial experiments with this
show that the convergence rate is rather sensitive to
grouping. If the machines within a group are tightly
coupled, then the convergence rate in terms of number
of "sweeps" is better. WR algorithm can thus incor-
porate coherency based technique with numerical
integration. A major research effort on VLSP systems
with nodes of order of thousands should be based on
exploring this fact together with the WRM.
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The other technique for speeding up the WRM convergence
rate is based on the so-called time windowing [6]. If
we are interested in results on time [to TI, the WRM
could be applied on [t0, T 1 then in [T1, T2] and

[T2 s TI in order to reduce the total CPU time. The

effect of time windowing on the numerical examples is
presented in the next section.

The grouping of differential equations to be solved
simultaneously has a significant effect on very large
scale systems and it should be done carefully. The
"adaptive clustering" idea reported in the VLSI liter-
ature [6] could be directly implemented since grouping
under the same name and meaning has been recently
reported by Zaborszky et al. [181. Again, this is
what makes this numerical method very promising and
currently research is in progress in this area.

V. PARALLEL PROCESSING BASED WRM

An additional property of WRM is the fact that parallel
processing is a natural setup for the method. If one
processor is assigned to one group of variables which
are solved for simultaneously, the CPU time is reduced
proportionally to the number of groups. Considerable
work exists on parallel solution of ordinary differen-
tial equations [19]-[20].

A detailed discussion of the possible computer archi-
tectures for WRM methods is given in [61. Previously
reported work on parallel processing in power systems
[11-[31 exploits time-point pipelining algorithms.
The shared memory computer architecture is argued to
be more efficient for the WRM support of VLSI systems
which, we believe, should be common for VLSP systems.
The key problem in designing a parallel processor lies
in the communication between the processors and is
much easier here.

The main advantage of a shared memory system is that
it is not necessary to explicitly transfer data from
one processor to another. When a processor needs data
from another processor, it simply reads from the memory
location in which the other processor has written.
This allows for more dynamic algorithm structures (like
WRM with fault dependent grouping) because it is not
necessary to determine beforehand which processors
will need the results of a given calculation. There
are disadvantages, however (synchronization and lock-
ing being the major), but overall the shared memory
architecture appears to be better for more adaptive
algorithms.

VI. NUMERICAL RESULTS

The WR algorithm discussed in Section III was imple-
mented on the 3, 10 and 20 machine systems. The 3
machine data is taken from Ref. [21], and 10 and 20
machine data from Ref. [22]. From the numerical
point of view it appears that the number of sweeps is
fairly independent of the size of the system. This is
probably due to the fact that the natural modes of the
system lie in a fairly small range. In each case we
have compared the WR algorithm with the explicit fourth
order Runge-Kutta method. Both simulations were coded
in PASCAL so that CPU times etc. can be compared on
the same basis. The step size chosen was At = .00375s
because the comparison was with Runge-Kutta method
which becomes unstable for larger At. If an implicit
method such as the trapezoidal method is used, At
could have been chosen higher. In fact, in the WR
algorithm, At can be chosen even higher because of the
backward Euler method which is numerically stable.

The CPU times were computed in each case and are shown
in Table I. Also shown are the number of "sweeps" for
the WR algorithm and the CPU time with At = 0.0375 s.
The progressive convergence for 66(t) in the 10 machine

case for different sweeps is shown in Figure 1. There
was no significant change in number of sweeps when At
was increased from .00375 s to
seen that CPU time decreases for
At is increased to .0375 s.

.0375 s. It can be
the WR algorithm when

3 m/c 10 m/c 20 m/c
1. CPU time (WR) 4.440 36.232 151.941

At = .00375s

2. CPU time (WR) 0.402 3.072 21.337
At = .0375s

3. CPU time (RK) 1.130 7.291 26.674
At = .00375s

4. No. of Sweeps (WR) 19 18 19
At = .00375s

TABLE I. CPU time comparison and number of
"sweeps" for WR algorithm.

The effect of "windowing" in the WR algorithm is shown
in Table II. Two different time "windowing" patterns
were investigated. There is a significant decrease in
CPU time when windowing is used. Only the results
using three "windows" are presented in Table II.
Comparing these results with the corresponding cases 1
and 2 in Table I, we observe a 50% reduction in CPU
time. Since "windowing" is not possible in the RK
method, no direct comparison is possible. At this
point, it is felt that depending on the time interval
of simulation [to., TI beyond a certain number of

"windows," one cannot expect a decrease in CPU time.
The same experience has been reported for the VLSI
systems [6]. Figure 2 shows the effect of "windowing"
on 66(t) in the 10 machine case.

3 m/c 10 m/c 20 m/c
1. CPU time (WR) 2.436 17.889 79.053

At = .00375s

2. CPU time (WR) 0.220 1.614 9.605
At = .0375s

TABLE II. CPU time with "windowing" (.5, 1.0, 1.5 S)

Finally, the WR algorithm in combination with coherent
grouping was investigated. In the 10 machine case
there were six coherent groups as in [10]. The groups
were machines (2,3), (4,6,7,8,10), (5), (9), (1) (see
Figure 3). Instead of grouping the variables as in
(3.1), we group all variables corresponding to a
coherent group as one set. If the coupling between
the areas is weak and within an area is tight, this
will have the ef fect of improving both the CPU time
and the number of sweeps. The improvement is depen-
dent on the degree of coherency. Table III shows the
effect of grouping on the 10 and 20 machine system.

10 m/c 20 m/c

1. CPU time (WR) 29.961 105.147
At = .00375s

2. CPU time (WR) 3.075 14.806
At = .0375s

3. CPU time (RK) 14 13
At = .00375s

TABLE III. Effect of grouping.
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Figure 1. Successive sweeps of 66 (t) for fault at

bus #35 cleared in .24 Sec.
(At = .00375 Sec.) and solution by R-K Method

Figure 2. Converged solution by "windowing" technique
(.5, 1.00, 1.5 Sec.)

Figure 3. Single line diagram of 10 machine, 39 bus
sys tem.
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Note that a combination of windowing and grouping
still needs to be studied. Based on the results in
Tables II and III, we believe that the CPU time for
solving a 20 machine case will be shorter than the
shortest reported for the WRM, i.e., 9.605 CPU.
It is true that as the size of the system increases,
the ratio of CPU time of WR/RK increases from 2.155
for the three machine case to 2.96 for the 20 machine
case for At = .00375 sec. However, this is offset by
the possibility of taking larger At for the WR method
in which case the same ratio varies from .1946 to .36.
A comparison of the WR method with a stable method like
the trapezoidal or backward Euler method indicated that
the latter takes much computer time. Sparsity consid-
erations were not used and hence a direct comparison
method is not fair at this stage. Research on this
aspect is continuing. If the parallel processing
argument is introduced with a suggested number of pro-
cessors M, the reported computing time needed for the
WRM of 9.605 CPU would reduce to approximately r the
(9.605/M) CPU. However, many different constraints,
like cost and specific computer architecture, should
determine the choice of the number of processors M.

VII. CONCLUSION

In this paper a new method for the transient stability
analysis of very large scale power systems is pro-
posed. This is the waveform relaxation method inten-
sively used in VLSI systems. Groups of differential-
algebraic equations are integrated for the "sweep" and
iteratively done as in Jacobi method of solving load
flow equations. The technique is very promising.
Current further work in this area concerns the detailed
models of machines and use of parallel processors to
make the tool an effective one. Also, theoretical
results on coherency are being combined with the
numerical aspects of the WRM.

Aeoedents

The authors thank Professor P. W. Sauer and I. N. Hajj
of the University of Illinois and Drs. J. H. Chow and
J. R. Winkelman for their useful discussions. The
authors acknowledge the support of the Power Affiliates
Program of the University of Illinois. They also
acknowledge research support under the National
'Science Founcation grants NSF-ECS83-52221 by the first
author and NSF-ECS84-14677 by the third author.

REFERENCES

[1] H. H. Happ, C. Pottle and K. A. Wirgau, "Future
computer technology for large power system
simulation," Automatica, vol. 15, pp. 621-629,
1979, Pergamon Press, U.K.

[2] F. M. Brasch, Jr., P. E. Van Ness and S. C. Kang,
"A multiple processor network for power system
dynamics problems," in Parallel Processi3t for

Power System Planning and operations, EPRI
Special Report, October 1980.

[31 R. C. Dugan, I. Durham and S. N. Talukdar, "An
algorithm for power system simulation by paraliel
processing," Paper A-79-487-0, IEEE PES Summer
Meeting, Vancouver, B.C., Canada, July 1979.

[41 W. F. Tinney and J. W. Walker, "Direct solutions
of sparse network equations by optimally ordered
triangular factorization," Proc. IEEE, vol. 55,
pp. 1801-1809, 1967.

[5] E. LeLarasmee, A. E. Ruehli and A. L. Sangiovanni-
Vincentelli, "The waveform relaxation method for
time domain analysis of large scale integrated
circuits," IEEE Transactions on Computer-Aided
Design of Integrated Circuits and Systems, vol.
CAD-1, no. 3, pp. 131-143, July 1982.

949

[6] A. L. Sangiovanni-Vintecelli, "Waveform relaxation
techniques and their parallel implementation,"
Proc. 24th IEEE-CDC Conference, vol. 3, pp. 1544-
1551, Ft. Lauderdale, FL, December 1985.

[71 J. White, F. Odeh, A. L. Sangiovanni-Vintecelli
and A. Ruehli, "Waveform relaxation--theory and
practice," Transactions on Computer Simulation,
to appear.

[8] B. Stott, "Power system dynamics response," Proc.
IEEE, vol. 67, no. 2, February 1979.

[91 P. V. Kokotovic, B. Avramovic, J. H. Chow and J.
R. Winkelman, "Coherency based decomposition and
aggregation," Automatica, vol. 18, pp. 47-56,
1982.

[10] R. Podmore, "Identification of coherent generators
for dynamic equivalents," IEEE Transactions on
Power Apparatus and Systems, vol. PAS-97, pp.
1344-1354, 1978.

[11] R. Podmore, et al., "Development of dynamic
equivalents for power system studies," EPRI
EL-456 Project 763 Final Report by Systems
Control, Inc., May 1977.

[121 N. B. G. Rabbat, A. L. Sangiovanni-Vincentelli
and H. Y. Hsieh, "A multi-level Newton algorithm
with macro-modelling and latency for large scale
circuits in the time domain," IEEE Transactions
on Circuits and systems, vol. CAS-26, pp. 733-
741, September 1979.

[13] H. W. Dommel and N. Sato, "Fast transient sta-
bility solutions," IEEE Transactions Power
Apparatus and Systems, vol. PAS-91, July/August
1972.

[14] G. W. Stagg and A. H. El-Abiad, Computer Methods
in Power System Analysis, McGraw-Hill, New York,
1968.

[15] J. M. Ortega and W. C. Rheinboldt, Iterative
Solutions of Nonlinear Equations in Several
Variables, Academic Press: New York, 1970.

[16] G. W. Gear, Numerical Initial Value Problems of
Ordnyiff ernal Equations, Prentice-Hall:
New Jersey, 1971.

[17] M. A. Pai and R. P. Adgaonkar, "Dynamic equivalents
of power systems using singular perturbation
technique," Proceedings of the IFAC Symposium on
"Computer Applications in Large Scale Systems,"
New Delhi, India, August 1979.

[18] J. Zaborszky, G. Huang and K. W. Liu, "A textured
model for computationally efficient reactive
power control and management," IEEE Transactions
on Power Apparatus and Systems, vol. PAS-104,
pp. 1712-1727, July 1985.

(19] M. A. Franklin, "Parallel solution of ordinary
differential equations," IEEE Transactions on
Computers, vol. 27, pp. 413-420, 1978.

[20] F. L. Alvarado, "Parallel solution of transient
problems by trapezoidal integration," IEEE
Transactions on Power Apparatus and_Systems, vol.
PAS-97, 1978.

[21] P. M. Anderson and A. A. Fouad, Power System
Control and Stability, Iowa State University
Press, Ames, IA, 1977.

[22] T. Athay, et al., "Transient stability analysis,"
Conference on System Engineering for Power,
Switzerland 197 DOE Publication Conf-790904-PL,
1980.

[231 M. Ilic-Spong, et al., "Block diagonal dominance
of nonlinear equations with applications to load
flow equations in power systems," Journal on
Mathematical Modelling, vol. 5, pp. 275-297, 1984.


	Transient Stability Simulation by Waveform Relaxation Methods
	Recommended Citation

	tmp.1413901095.pdf.nx_xX

