A study of a packed-bed thermal energy storage device: test rig, experimental and numerical results

Mario Cascetta\textsuperscript{a*}, Giorgio Cau\textsuperscript{a}, Pierpaolo Puddu\textsuperscript{a}, Fabio Serra\textsuperscript{b}

\textsuperscript{a}Department of Mechanical, Chemical and Materials Engineering, University of Cagliari, Italy
\textsuperscript{b}Solar Concentration Technologies and Hydrogen from RES Laboratory, Sardegna Ricerche, Italy

Abstract

This paper presents the experimental set-up built at the DIMCM of Cagliari University to study a thermal energy storage (TES) system based on alumina beads freely poured into a carbon steel tank using air as heat transfer fluid. The system is instrumented with several thermocouples to detect axial and radial temperature distribution as well as reservoir wall temperature. Experimental temperature distribution along the storage system was compared with the numerical ones obtained by a two-phase one-dimensional Schumann model. Numerical results show good agreement with the experimental results if thermal properties are considered as temperature dependent and the experimental temperature profile at the top of the bed is used for simulations.

Keywords: Packed bed, Porous media, Thermal energy storage (TES), Thermocline, Dynamical model, Experimental TES.

1. Introduction

Solar thermal plants are considered one of the most promising technologies to reduce the impact of greenhouse gases produced by conventional power plants [1]. In recent years, research activities have been devoted to improving their operation by means of thermal storage to compensate for the lack of daytime radiation for meteorological reasons or simply overnight, [2]. Thermal energy storage (TES) systems are normally useful for correcting the decoupling between the power required by users and that produced by renewable power plants. TES is present in various commercial and industrial applications, often integrated with conventional energy sources to achieve major
reliability by reducing peaks of electricity generation, increasing generation capacity and reducing production costs [3]. From a technological point of view, thermal storage systems can be characterized in different ways [4], but the method most widely used is based on the physical principle, so three types of thermal storage are available: sensible, latent and thermochemical [5]. In every type a sequential process of charge, storage and discharge is present.

In the first case, thermal energy is stored as sensible heat of a liquid or a solid material and represents the simplest and least expensive form of thermal storage [6]. In the second case, thermal energy is stored as latent heat [7, 8]. The third type uses an endothermic chemical reaction, where the energy associated with a reversible reaction is required for the dissociation of the chemicals [9].

The thermal storage investigated herein is of a sensible heat type and consists of a steel tank filled with alumina beads that exchange heat with a gaseous heat transfer fluid (HTF) that passes through them, thus generating a particular temperature profile, the so-called “thermocline” [10].

In past decades, the flow and heat transfer in packed beds, including random and structured packings, were extensively investigated by many researchers. The reason was the high area-to-volume ratio of the packed beds that enhances heat transfer [11]. Some correlations for particle-to-fluid forced convection heat transfer coefficient were proposed by Wakao [12] and by Gnielinski [13], while Tesfay [14] investigated the interactions between the HTF and the filler material using a dimensionless form of the Schumann model [15]. A computational study of forced convective heat transfer in structured packed beds with spherical or ellipsoidal particles was made by Yang [16].

<table>
<thead>
<tr>
<th>Nomenclature</th>
</tr>
</thead>
<tbody>
<tr>
<td>c</td>
</tr>
<tr>
<td>d</td>
</tr>
<tr>
<td>h</td>
</tr>
<tr>
<td>k</td>
</tr>
<tr>
<td>L</td>
</tr>
<tr>
<td>Nu</td>
</tr>
<tr>
<td>Pr</td>
</tr>
<tr>
<td>Re</td>
</tr>
<tr>
<td>r</td>
</tr>
<tr>
<td>t</td>
</tr>
<tr>
<td>T</td>
</tr>
<tr>
<td>x</td>
</tr>
<tr>
<td>y</td>
</tr>
<tr>
<td>u</td>
</tr>
<tr>
<td>V</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Greek symbols</th>
</tr>
</thead>
<tbody>
<tr>
<td>α</td>
</tr>
<tr>
<td>ε</td>
</tr>
<tr>
<td>θ</td>
</tr>
<tr>
<td>ρ</td>
</tr>
<tr>
<td>μ</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Subscripts</th>
</tr>
</thead>
<tbody>
<tr>
<td>eff</td>
</tr>
<tr>
<td>f</td>
</tr>
<tr>
<td>max</td>
</tr>
<tr>
<td>min</td>
</tr>
<tr>
<td>p</td>
</tr>
<tr>
<td>s</td>
</tr>
<tr>
<td>v</td>
</tr>
</tbody>
</table>
A literature review indicates that it is a common practice to employ the local thermal equilibrium (LTE) which implies that the local temperature difference between the fluid and solid phases is negligible at all locations in the system considered [17]. Accurate simulation of heat transfer in a porous medium requires a two-equation local thermal non-equilibrium approach (LTNE) with separate energy equations for simulating the fluid and the solid phases, with an additional term in each equation to take into account the energy exchanged between them.

The present work aims to attempt to contribute to the study of the thermal behavior of a porous bed. To this end, a TES system basically composed of a tank containing a packed bed of alumina beads crossed by a hot air flow, generating the so-called thermocline was built. Experimental results are compared with those generated by a one-dimensional numerical simulation, using for the Nusselt number some literature correlations.

2. Experimental setup

Figure 1a shows the simplified schematic of the test-rig built at DIMCM, where a carbon steel tank filled with small spheres of alumina is used for energy storage. The experimental set-up shown in Figure 1b allows investigation of heat transfer performance of packed beds. The heat transfer fluid that flows through the porous bed is air driven by a variable speed screw compressor before being expelled through a vent. An electric heater raises the air temperature to the desired value during the charging phase. Three 3-way stainless steel full-bore manual valves provide great flexibility in operation, and allow performance of a charging or discharging phase. Both V1 and V2 are equipped with a PTFE seat, and can be used up to 160°C, whilst a metallic seat allows V3 to work up to 350°C. Table 1 reports the most relevant data of the rig. In particular, an Atlas Copco oil-free screw compressor was used to overcome the overall pressure losses in the circuit. By changing the compressor speed with an inverter, the delivered flow rate can be varied from 255 to 940 m³/h of free air. A customized 70 kW Watlow electrical heater can heat the air up to 300°C. The fluid temperature during the charging phase can be set by means of a PID controller, whilst during the discharging phase the minimum fluid temperature is that at the compressor output.

<table>
<thead>
<tr>
<th>Table 1. Technical data of rig components.</th>
</tr>
</thead>
<tbody>
<tr>
<td>Compressor delivered flow</td>
</tr>
<tr>
<td>Electrical heater max. power</td>
</tr>
<tr>
<td>Maximum air temperature</td>
</tr>
<tr>
<td>Bed height</td>
</tr>
<tr>
<td>Bed diameter</td>
</tr>
<tr>
<td>Alumina bead diameter</td>
</tr>
<tr>
<td>Alumina bead thermal conductivity (100 °C)</td>
</tr>
<tr>
<td>Alumina bead density</td>
</tr>
<tr>
<td>Alumina bead heat capacity (100 °C)</td>
</tr>
<tr>
<td>Bed void fraction</td>
</tr>
<tr>
<td>Tank coating thickness (Mineral wool)</td>
</tr>
</tbody>
</table>

The net volume of the porous bed inside the reservoir is about 0.5 m³, 0.58 m in diameter and 1.8 m in height. The storage material is made of commercial sintered alumina beads with an average diameter of 8 mm (Al₂O₃ ≥ 89.5 wt %), manufactured by Industrie Bitossi. The beads are freely poured into the reservoir from the top by removing a flange, whilst they can be pulled out by opening a flange nozzle at the bottom. Preliminary tests showed a bed void fraction ε of about 0.385 – 0.395. A layer of 100 mm mineral wool covers the carbon steel tank to minimize thermal losses to the outside. Two flow distributors at the top and bottom of the reservoir spread the air uniformly in the porous bed. Temperature distribution in the storage tank was carefully investigated using 19 T-type thermocouples along the vertical axis, 100 mm from each other. They were placed in a metallic rack as shown in Figure 2a. Five more thermocouples were placed by covering a radius length, with a decreasing distance from each other close to the wall to investigate the influence of the wall on thermal profile. A homemade feed-through linked the sensors to the outside. The temperature of the external wall was measured by ten K-type thermocouples along the axial direction and by five K-type thermocouples in the circumferential direction at a given height. To avoid the presence
of holes in the metal wall, the sensors were applied and fastened using special high-temperature cements. The thermocouples were calibrated in the range of 25-300 °C with a precision of ± 1°C.

Other thermocouples were used to measure the flow temperature at different locations along the plant to handle the valves before starting the charging or discharging phase. A differential pressure transmitter detected the pressure drop along the bed. The mass flow rate was evaluated by a Simer orifice plate (Q in Figure 1a-1b).

All the detected signals were sent to a National Instruments Compact DAQ USB chassis with several modules for thermocouples and analog inputs. The whole plant was monitored with a Graphical User Interface developed using LabVIEW software.

Fig. 1. (a) schematic of laboratory test rig.; (b) laboratory test rig

Before starting the charging phase, the initial temperature of the bed had to be stabilized. For this purpose the air initially flowed directly from the compressor to the tank, from bottom to top, through valves V1 and V2, then it was discharged into the atmosphere through valve V3. After this first step, the piping connecting the heater to the accumulator had to be heated until a stationary state was reached. In this second step valve V1 connected the compressor to the heater, thus allowing an increase in air temperature to the desired value, while the air was sent to the vent through V3. When the temperature detected by thermocouple TC (Figure 1a) reached the desired value,
valve V3 was actuated to start the charging phase. The air moving along the porous bed from the top to the bottom heated the solid material and finally was vented through V2. During the discharging phase the valves were set as in the preliminary phase, and the cold air carried away the thermal energy stored in the accumulator.

This experimental set-up is suitable for investigating and evaluating performance of the storage system under different operating conditions by varying the mass flow rate, the aspect ratio, the particle dimension and the temperature range during the charging and discharging phases.

3. Mathematical model

Numerical simulations were carried out with a mathematical model developed in the Matlab-Simulink environment. A detailed description of this model is reported in a previous work [18]. It is a one-dimensional transient model where two energy equations (LTNE) are used to compute fluid and solid temperatures. It allows prediction of the porous bed thermal behavior along the main axis of symmetry by considering a uniform radial temperature distribution. The filler bed was assumed to be isotropic and homogeneous. The conduction among solid particles was neglected because the filler material was assumed to be spherical with a very small contact surface. Moreover, the Biot number of the particles is small enough to assume a uniform temperature distribution inside the beads. Airflow thermal properties are temperature-dependent, since they change considerably when operating in the temperature range of the tests. Natural convection and radiation are assumed negligible owing to sufficiently high flow velocity and moderate temperature values.

With these assumptions, the transient, one-dimensional, energy equations for fluid (1) and solid (2) phases along the axis of the bed are established as follows:

\[
\varepsilon(\rho c_p) \left( \frac{\partial T_f}{\partial t} \right) + (\rho c_p) u \frac{\partial T_f}{\partial x} = k_{eff} \frac{\partial^2 T_f}{\partial x^2} + h_d \alpha_d (T_f - T_i) \tag{1}
\]

\[
(1 - \varepsilon)(\rho c_p) \frac{\partial T_i}{\partial t} = h_d \alpha_d (T_i - T_f) \tag{2}
\]

The specific surface area \(\alpha_d\) of the packed bed can be expressed, as suggested by Dullien [19], by the equation:

\[
\alpha_d = \frac{6(1 - \varepsilon)}{d_p} \tag{3}
\]

As it is known, the heat transfer coefficient between solid and fluid in the packed bed depends on the Nusselt number according to the equation:

\[
h_d = \frac{Nu_f}{d_p} \tag{4}
\]

Many literature correlations for the solid-to-fluid heat transfer coefficient in a packed bed were analyzed and compared. The most appropriate for this case study was a correlation based on a number of experimental findings, suitable for \(Re_p\) up to 8500, developed by Wakao [20]:

\[
Nu = 2.0 + 1.1 Pr^{1/3} Re_p^{0.6} \tag{5}
\]

where the Reynolds number is defined as follows:

\[
Re_p = \frac{\rho u d_p}{\mu} \tag{6}
\]
4. Results

In the present work, a comparison of the predicted and measured temperature profile is presented. The comparison is based on a single cycle of charge-discharge of the storage material, implemented according to the procedure previously described. During the preliminary phase, a constant mass flow rate of 0.2 kg/s ±2.5% was sent into the reservoir, up to achieving an almost constant temperature $T_{\text{min}}$ of about 38°C. The charging phase started when the thermocouple TC (Figure 1a) reached a stable value of 238 °C. Due to thermal losses and contact with the cold reservoir wall, the maximum temperature $T_{\text{max}}$ at the top of the bed was always lower than the inlet temperature by about 10°C.

Figure 3a shows the behaviour of the experimental temperature profile along the bed in function of time during the charging phase, expressed in terms of the dimensionless temperature $\theta$ defined as:

$$\theta = \frac{T - T_{\text{min}}}{T_{\text{max}} - T_{\text{min}}}$$  \hspace{1cm} (7)

As can be seen in the figure 3a, the temperature profile in the upper part of the accumulator approached the maximum value in about half the time of full charge. The charging phase was considered complete when $\theta$ was equal to 0.1 in the outlet section of the porous bed (bottom), so that at the end of the charge the temperature decreased along the axis from the maximum value ($\theta=1$) at the top of the bed to the minimum one ($\theta=0.1$) at the bottom.

Figure 3b shows the evolution in time of the experimental temperature profiles along the bed axis during the charging phase, determined on the basis of the results in Figure 3a, together with the numerical ones determined according to different hypotheses. Temperature profiles are reported every fifth of the overall charging time. In Figure 3b, dotted lines refer to the numerical prediction under the hypothesis of constant temperature at the top of the bed (step-variation of temperature) and constant properties of storage material. Under these conditions, Figure 3b shows that numerical results are quite different from experimental ones, resulting in a higher temperature gradient with some agreement with experimental results only in the low temperature region. On the contrary, high disagreements can be observed in the high temperature region where the temperature profile is forced to the maximum temperature ($\theta=1$) by the boundary condition assumed.

![Fig. 3. (a) temperature along the bed during the charging phase; (b) temperature profile during the charging phase.](image-url)
dashed lines in Figure 3b, allows a better matching between numerical and experimental results, although
differences still remain due to a different temperature gradient. A further improvement can be obtained by
considering the thermal properties of the solid material as temperature-dependent [21]. The final numerical
prediction, represented by the continuous lines, show a very good agreement with the experimental results. In the
numerical prediction, the final temperature profile during the charging process becomes the initial profile for the
discharging phase, where the air flow crosses the porous bed in the opposite direction with the same mass flow.

The discharging phase (Figure 4a) was considered completed when θ was equal to 0.9 in the outlet section of the
porous bed (top). Owing to the slightly different starting temperature profile with respect to the experimental one,
Figure 4a shows slightly larger differences between experimental and predicted results with respect to the charging
phase.

Another significant result of the experimental investigation is represented by the radial distribution of the
temperature in the bed shown in Figure 4b. About 40% of the radial length is strongly influenced by the tank wall,
therefore the influence of the wall during the charging phase cannot be neglected in a correct evaluation of the
energy stored by the solid material.

Although the one-dimensional model predicts well the axial temperature distribution of the bed, a 2-D model that
considers the radial variation of the temperature is necessary to properly evaluate the energy performance of the
accumulator. This requires the mathematical model to take into account the influence of the wall and the thermal
loss to the outside. For this purpose, more detailed numerical simulations, using a commercial CFD code, are now in
progress and results will be the object of future publications.

5. Conclusion

Because of the strategic importance of TES in solar power plants (as well as in adiabatic compressed air energy
storage (CAES) systems and other energy conversion processes), in recent years several studies have been
performed to investigate their characteristic performance. In this context, an ongoing research project at DIMCM
focuses on TES based on solid material for storage using gas as HTF. The test-rig described here was designed to
conduct extensive experimental investigations, with the aim of characterizing this kind of TES and verifying the
reliability of the mathematical model previously developed. Experimental results presented in this work concern a
cycle of partial charge and discharge of the TES system, but other tests have been conducted considering a wide
range of operating conditions. In all cases the temperature measured along the axis of the reservoir showed the
formation of the thermocline.
Moreover, in each test the experimental results showed a remarkable wall influence during the charging phase of the accumulator. This important finding confirms that to obtain a correct prediction of the energy stored and released during charge and discharge, at least a 2-D mathematical model must be implemented to take into account the radial variation of temperature in the bed. Nevertheless, the one-dimensional model presented in this work showed good agreement between numerical and experimental results when considering suitable boundary conditions at the top of the bed during the charging phase and temperature-dependent thermal properties of the heat transfer fluid and of the solid material.

Further results obtained from CFD simulations and more detailed experimental investigations will be the object of future publications.

Acknowledgements

This work was supported in the framework of the research project "Modelling control and testing of innovative thermal energy storage system" founded by the Regional Government of Sardinia, L.R. 7/2007 "Promotion of scientific research and technology innovation in Sardinia", project no CRP-60193/2012.

References